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OCCUPANCY SCHEDULE - GROSS

NO. ROOM NAME AREA OCC.
GROSS
FACTOR

OCC.
LOAD NOTES

146 JAN 34 SF 0.0

300 HOSE TOWER 472 SF 0.0

S-1 TRASH 103 SF 0.0

: 3 609 SF 0.0

101 LOBBY 425 SF B 100 SF 4.3

102 EXAM 94 SF B 100 SF 0.9

103 UNISEX 77 SF B 100 SF 0.8

104 PROGRAMS 105 SF B 100 SF 1.0

105 LT. 120 SF B 100 SF 1.2

122 CATV 32 SF B 300 SF 0.1

123 CORRIDOR 288 SF B 100 SF 2.9

124 MECH. 136 SF B 300 SF 0.5

127 VEST. 35 SF B 100 SF 0.4

128 IT 102 SF B 300 SF 0.3

129 WATCH ROOM 168 SF B 100 SF 1.7

130 RR 73 SF B 100 SF 0.7

131 RADIO 53 SF B 300 SF 0.2

132 VEST. 39 SF B 100 SF 0.4

201 BATHROOM 60 SF B 100 SF 0.6

202 JANITOR 53 SF B 300 SF 0.2

203 FITNESS ROOM 910 SF B 50 SF 18.2

B: 17 2770 SF 34.3

106 BUNK 163 SF R-2 200 SF 0.8 1/2 HR. SEPARATION

107 BUNK 157 SF R-2 200 SF 0.8 1/2 HR. SEPARATION

108 BUNK 159 SF R-2 200 SF 0.8 1/2 HR. SEPARATION

109 BUNK 160 SF R-2 200 SF 0.8 1/2 HR. SEPARATION

110 BUNK 157 SF R-2 200 SF 0.8 1/2 HR. SEPARATION

111 BUNK 167 SF R-2 200 SF 0.8 1/2 HR. SEPARATION

112 BUNK 158 SF R-2 200 SF 0.8 1/2 HR. SEPARATION

113 BUNK 158 SF R-2 200 SF 0.8 1/2 HR. SEPARATION

114 CORRIDOR 381 SF R-2 200 SF 1.9

115 KITCHEN 344 SF R-2 200 SF 1.7

116 LAUNDRY 64 SF R-2 200 SF 0.3

117 BATHROOM 90 SF R-2 200 SF 0.5

118 BATHROOM 74 SF R-2 200 SF 0.4

119 BATHROOM 74 SF R-2 200 SF 0.4

120 ADA BATHROOM 100 SF R-2 200 SF 0.5

121 STO. 46 SF R-2 300 SF 0.2

125 DAYROOM 495 SF R-2 200 SF 2.5

126 DINING 198 SF R-2 200 SF 1.0

R-2: 18 3145 SF 15.6

133 APPARATUS BAY (SQUAD
VEHICLE)

1619 SF S-2 300 SF 5.4

134 APPARATUS BAY (LADDER) 1374 SF S-2 300 SF 4.6

135 APPARATUS BAY (ENGINE) 1602 SF S-2 300 SF 5.3

136 ELEC 89 SF S-2 300 SF 0.3

137 WORKSHOP 197 SF S-2 100 SF 2.0

138 SCBA 100 SF S-2 300 SF 0.3

139 WATER ENTRY 75 SF S-2 300 SF 0.3

140 COMP 134 SF S-2 300 SF 0.4

141 PPE STORAGE 294 SF S-2 300 SF 1.0

142 DECON 146 SF S-2 300 SF 0.5

143 EMS 42 SF S-2 300 SF 0.1

144 SUPPLY 49 SF S-2 300 SF 0.2

145 HOSE TOWER 382 SF S-2 100 SF 3.8

204 HOSE TOWER 446 SF S-2 100 SF 4.5

S-2: 14 6550 SF 28.7

Grand total: 52 13073 SF 78.6

 3/32" = 1'-0"A 001

2 LEVEL 1 FLOOR PLAN
 3/32" = 1'-0"A 001

1 LEVEL 2 FLOOR PLAN

CODE SUMMARY
GOVERNING CODE:

CITY OF GREELEY:
2015 INTERNATIONAL BUILDING CODE (IBC)
2015 INTERNATIONAL MECHANICAL CODE (IMC)
2009 ENERGY CONSERVATION CODE (IECC)
2015 INTERNATIONAL PLUMBING CODE (IPC)
2015 INTERNATIONAL FUEL GAS CODE (IFGC)
2017 NATIONAL ELECTRICAL CODE (NEC)
2015 INTERNATIONAL FIRE CODE (IFC)

BUILDING DATA:

2-STORY 
GROSS SQ. FT.: 12,381 
SPRINKLED: YES
FIRE ALARM: YES
CONSTRUCTION TYPE: VB

(CHAPTER 3) USE & OCCUPANCY CLASSIFICATIONS

GROUP B BUSINESS
OFFICES AND FITNESS

GROUP R-2 RESIDENTIAL
DWELLING UNITS,  RESTROOMS AND GATHERING SPACE

GROUP S-2 LOW-HAZARD STORAGE
APPARATUS BAYS AND ACCESSORY USE AREAS

(TABLE 503): ALLOWABLE HEIGHT & AREA

TYPE IIB
SPRINKLERED
ALLOWABLE HEIGHT: 75'-0" MAX.
ACTUAL HEIGHT: 23'-6"
GROUP B

STORIES ALLOWED: 4
ALLOWABLE AREA: 92,000 SF MAX

GROUP S-2
STORIES ALLOWED: 6
ALLOWABLE AREA: 64,000 SF MAX

GROUP R-2
STORIES ALLOWED: 3
ALLOWABLE AREA: 70,000 SF MAX

ACTUAL
STORIES: 2
AREA: 12,381 SF

(TABLE 601): FIRE RESISTANCE RATINGS FOR BUILDING ELEMENTS

TYPE IIB:
PRIMARY STRUCTURE FRAME: 0 HOURS
EXTERIOR BEARING WALLS: 0 HOURS
INTERIOR BEARING WALLS: 0 HOURS
FLOOR ASSEMBLY: 0 HOURS
ROOF ASSEMBLY: 0 HOURS
FIRE DOORS: 45 MIN.

(708.3) FIRE RESISTANCE RATINGS

DWELLING UNIT AND SLEEPING UNIT SEPARATIONS IN BUILDINGS OF TYPE 
IIB, IIIB AND VB CONSTRUCTION SHALL HAVE FIRE-RESISTANCE RATINGS OF 
NOT LESS THAN 1/2 HOUR IN BUILDINGS EQUIPPED THOURGHOUT WITH AN 
AUTOMATIC SPRINKLER SYSTEM IN ACCORDANCE WITH SECTION 903.1.1.

(903) AUTOMATIC SPRINKLER SYSTEMS

YES

(906.3) FIRE EXTINGUISHERS FOR CLASS A FIRE HAZARDS

MIN. RATED SINGLE EXTINGUISHER: 2-A
MAX. FLOOR AREA PER UNIT OF A: 3,000 SF
MAX. FLOOR AREA FOR EXTINGUISHER: 11,250 SF
MAX. DISTANCE OF TRAVEL TO EXTINGUISHER: 75 FT

(906.4) COOKING GREASE FIRES

FIRE EXTINGUISHERS PROVIDED FOR THE PROTECTION OF 
COOKING GREASE FIRES SHALL BE ON AN APPROVED TYPE 
COMPATIBLE WITH AUTOMATIC FIRE-EXTINGUISHING SYSTEM 
AGENT AND IN ACCORDANCE WITH SECTION 904.12.5.

(1004.1) OCCUPANT LOADS

FIRST FLOOR
GROUP B AREA:  1,726 SF
GROUP R-2 AREA:  3,180 SF
GROUP S-2: AREA:  6,066 SF

SECOND FLOOR:
GROUP B AREA:    1003 SF
GROUP S-2 AREA:    400 SF                                        

TOTAL AREA: 12,376 SF
TOTAL OCCUPANT LOAD: 78

(1014.3) COMMON PATH OF EGRESS:

GROUP B: 100'-0" WITH SPRINKLERS
GROUP R-2: 125'-0" WITH SPRINKLERS
GROUP S-2: 100'-0" WITH SPRINKLERS 
ACTUAL: 

(1017.2) EXIT ACCESS TRAVEL DISTANCE (DISTANCE TO STAIR ENCLOSURE OR EXTERIOR DOOR):

GROUP B: 300' WITH SPRINKLERS
GROUP R-2: 250' WITH SPRINKLERS
GROUP S-2: 400' WITH SPRINKLERS
ACTUAL TRAVEL DISTANCE: 127'-0"

FIXTURE REQUIREMENTS

OCC. TYPE SF # OF OCC. WC LAV             SHWR D.F.    S.S.

R-2 3,180 SF                 16 2 1                   1                  1*         1*
B 2,729 SF                 34 2 1                  -  1*         1*
S-2 6,466 SF 28 1 1                               -  1*         1*

TOTAL 12,381 SF 78        6 (7 PROVIDED)      3 (8 PROVIDED)          1 (5 PROVIDED) 1(2)    1 (1 PROVIDED)

*NOT ACCUMULATIVE, ONE REQUIRED FOR THE ENTIRE BUILDING
**SEPARATE MENS AND WOMEN'S PLUMBING FIXTURES ARE NOT REQUIRED FOR R-2 AND S-2 OCCUPANCIES

NORTHNORTH

1

(508.3) NON-SEPARATED OCCUPANCIES

NON-SEPARATED OCCUPANCIES SHALL BE INDIVIDUALLY 
CLASSIFIED. THE MOST RESTRICTIVE PROVISIONS OF 
CHAPTER 9 THAT APPLY TO THE NON-SEPARATED 
OCCUPANCIES SHALL APPLY TO THE TOTAL NON-
SEPARATED OCCUPANCY AREA.

THE ALLOWABLE BUILDING AREA AND HEIGHT OF THE 
BUILDING SHALL BE BASED ON THE MOST RESTRICTIVE 
ALLOWANCES FOR THE OCCUPANCY GROUPS UNDER 
CONSIDERATION FOR THE TYPE OF CONSTRCUTION OF 
THE BUILDING IN ACCORDANCE WITH SECTION 503.1

1

1

1

1

1

1

2
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KEYNOTES

03.19 CONCRETE SPLASH BLOCK

06.42 24" DEEP PLASTIC LAMINATE WORK SURFACE AT
28" AFF. WITH 5 GROMMETS. ATTACH TO WALL
WITH CLEATS AND BRACKETS

06.46 (SS1)SOLID SURFACE COUNTERTOP WITH 4"
SOLID SURFACE BACKSPLASH ALL 3 SIDES,
CONTRACTOR FURNISHED

10.21 SURFACE MOUNTED MAILBOX

11.15 ICE MACHINE, BY OWNER

11.16 GAS GRILL, BY OWNER

12.23 WALL MOUNTED FLAT SCREEN TELEVISION OVER
TV CONSOLE, BY OWNER

12.27 EXERCISE EQUIPMENT, BY OWNER

12.41 METAL LOCKERS, BY OWNER

12.43 WORKSTATION W/ CHAIRS, BY OWNER

12.45 PATIO FURNITURE, BY OWNER

15.02 FABRICATED METAL STAIRS. ADD ALTERNATE

22.05 SAND / OIL INTERCEPT, RE: PLUMBING

22.07 ELKAY L258WSSP DRINKING FOUNTAIN (EWC),
CONTRACTOR FURNISHED, RE: PLUMBING

22.08 TRENCH DRAIN, RE: PLUMBING

22.13 ROOF DRAIN, RE: PLUMBING

22.26 UTILITY SINK, RE: PLUMBING

22.32 ROOF DRAIN WITH INTERIOR DOWNSPOUT
DISCHARGING AT WALL MOUNTED BRASS LAMBS
TONGUE. RE: 1/A503.

22.33 HOSE BIB, RE: PLUMBING

22.34 WATER CONNECTION FOR BUNN COFFEE MAKER,
RE: PLUMBING

22.35 COMPRESSOR, BY OWNER

23.18 NATURAL GAS CONNECTION FOR GRILL, RE:
PLUMBING

32.10 CEDAR PRIVACY FENCE, NATURAL FINISH

1. FIELD VERIFY ALL DIMENSIONS. NOTIFY
ARCHITECT IF DIMENSIONS VARY
SIGNIFICANTLY.

2. ALL DIMENSIONS TO FACE OF STEEL STUD
UNLESS NOTED OTHERWISE.
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1. MINIMUM INSULATION THICKNESS AT INTERNAL ROOF DRAINS SHALL 
BE 2 INCHES.

2. PROVIDE POSITIVE DRAINAGE AT ALL AREAS OF ROOF.  PONDING OF 
WATER IS NOT ACCEPTABLE.

3. SLOPE ALL GUTTERS TO DOWNSPOUTS MINIMUM 1/16 INCH PER 
FOOT.

4. SEE SPECIFICATIONS FOR ROOF ACCESSORY SIZES (ACCESS HATCH, 
LIGHT TUBES, SKYLIGHTS, ETC.).

5. ALL EQUIPMENT CRICKETS SHALL BE SLOPED 1/2 INCH PER FOOT.  
6. WHERE DOWNSPOUTS DISCHARGE FROM ONE ROOF ONTO 

ANOTHER, PROVIDE A DISCHARGE MANIFOLD ON THE END OF THE 
DOWNSPOUT TO DISPERSE THE WATER ONTO THE LOWER ROOF.
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KEYNOTES

05.35 PREFINISHED METAL CAP

07.21 TAPERED RIGID INSULATION ON METAL DECKING

07.37 ASPHALT ROOFING

07.38 METAL GUTTER AND DOWNSPOUT DISCHARGING
ONTO SPLASH BLOCK ON LOWER ROOF

07.40 MECHANICALLY ATTACHED 60 MIL TPO ROOF
MEMBRANE OVER 1/2" DENSDECK COVERBOARD

07.43 SINGLE PLY ROOF MEMBRANE ON 1/2" PROTECTION
BOARD OVER RIGID INSULATION

07.44 ICE AND WATER SHIELD AT PERIMETER

07.52 THRU WALL SCUPPER

08.27 DOME SKYLIGHT, RE: SPEC

10.22 ROOF LADDER

15.04 TRAINING PLATFORM WITH PAINTED STEEL RAILING.
ADD ALTERNATE

22.32 ROOF DRAIN WITH INTERIOR DOWNSPOUT
DISCHARGING AT WALL MOUNTED BRASS LAMBS
TONGUE. RE: 1/A503.

22.37 ROOF PENETRATION RE: 2/A503
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08.27 DOME SKYLIGHT, RE: SPEC

15.04 TRAINING PLATFORM WITH PAINTED STEEL RAILING.
ADD ALTERNATE

 1/8" = 1'-0"A 151

2 LEVEL 1 REFLECTED CEILING PLAN

GENERAL NOTES

1. FIELD VERIFY ALL DIMENSIONS. NOTIFY
ARCHITECT IF DIMENSIONS VARY
SIGNIFICANTLY.

2. ALL DIMENSIONS TO FACE OF STEEL STUD
UNLESS NOTED OTHERWISE.

 1/8" = 1'-0"A 151

1 LEVEL 2 REFLECTED CEILING PLAN

NORTH NORTH

REVISIONS

Rev. # Description Date

1 ADDENDUM 01 09/18/2019

2 ADDENDUM 02 10/18/2019



LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"

1
3

A 301

2

A 301

HOSE TOWER PLATFORM
121' - 0"

TOP OF HOSE TOWER BEAM
135' - 0"

D D

C

C

AA

3

A 302

2

A 302

10
'-6

 1
/2

"
6'

-2
 3

/4
"

29
'-4

"

04.14

04.15

8'-6"

03.38

03.39

04.14

04.14

04.15

03.3905.23

05.38

2 3 4 5

ADD ALTERNATE: STANDING 
SEAM METAL ROOF 

09.23

05.35

04.01

10.21

07.38

10.221
15.04

2

22'-7"

EQ EQ

2

05.35

22.32

LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"

1

A 301

4

A 302

HOSE TOWER PLATFORM
121' - 0"

TOP OF HOSE TOWER BEAM
135' - 0"

4

A 311

C
A A A A

1

A 302

D C B A

04.15

09.23

05.38

04.1404.14

32.10

7'
-1

0"

09.23

23.17
04.01

03.40

05.35

04.14

08.27

1

04.15

10.22

1

15.04

2

07.52

2

LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"

1

A 301

4

A 302

HOSE TOWER PLATFORM
121' - 0"

B B B B B B BB

1

A 302

T.O. PARAPET
117' - 4"

DCBA
09.2305.38

05.35

09.23

09.40

32.10

04.14

04.01

10.21

11

08.27 08.27

04.15

10.22

1

07.38

2

07.52
07.52

05.35 05.35

22.37

LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"

1

HOSE TOWER PLATFORM
121' - 0"

TOP OF HOSE TOWER BEAM
135' - 0"

1

A 312

2

A 312

3

A 302

2

A 302

T.O. PARAPET
117' - 4"

2345

BB

05.38

09.23

09.40

03.40

04.01

09.23

23.17

09.40

23.15

09.23

05.35

03.40

05.23

05.35

04.01

07.38

32.10

14'-0" 3'-4" 14'-0" 3'-4" 14'-0"

10.22

10.22

1

1
08.29

09.40

15.04

2 2
2

2

2

09.23

2

LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"04.01

5

A 312

08.12

2

05.51

22.32

R

SEH Project

Checked By

Drawn By

Project Status Issue Date

This drawing is an instrument of service and shall 

remain the property of Short Elliott Hendrickson, Inc. 

(SEH). This drawing, concepts and ideas contained 

herein shall not be used, reproduced, revised, or 

retained without the express written approval of SEH. 

Submission or distribution of this drawing to meet 

official or regulatory requirements or for purposes in 

connection with the project is not be construed as 

publication in derogation of any of the rights of SEH.

Architect/ Civil Engineer/ Structural 

Landscape Architect

Mechanical Engineer

Electrical Engineer

Owner

Short Elliott Hendrickson, Inc.
2000 South Colorado Boulevard
Tower One, Suite 6000
Denver, Colorado  80222
720.540.6800

S
ho

rt
 E

lli
ot

t H
ed

ric
ks

on
, I

nc
.

A
ll 

R
ig

ht
s 

R
es

er
ve

d

C
O

P
Y

R
IG

H
T

 ©
 2

01
9

Technology

BCER Engineering Inc
5420 Ward Rd
Arvada, CO 80002
303.422.7400

City of Greeley
1000 10th Street
Greeley, Colorado 80631
970.350.9777

10
/2

1/
20

19
 8

:3
5:

43
 P

M

EXTERIOR ELEVATIONS

A
201

G
R

E
E

L
E

Y
 F

IR
E

 S
T

A
T

IO
N

 #
2

23
01

 R
E

S
E

R
V

O
IR

 R
D

, G
R

E
E

LE
Y

, C
O

 8
06

34

150268

CS

CS/JH/MM/AA

C
ity

 o
f G

re
e

le
y

30% DESIGN

75% DESIGN

100% DESIGN

07/01/2019

09/16/2019

10/18/2019

DHM Design
900 South Broadway
Denver, Colorado 80209
303.892.5566

The Ballard Group, Inc
2525 South Wadsworth Blvd, Suite 200
Lakewood, CO 80227
303.988.4514

CMO Consulting Eng
11646 Sun Bear
TrailGolden, CO 80403
303.875.4037

 3/32" = 1'-0"A 201

5 SOUTH ELEVATION

 3/32" = 1'-0"A 201

2 EAST ELEVATION
 3/32" = 1'-0"A 201

1 WEST ELEVATION

03.38 CAST CONCRETE KEYSTONE

03.39 CAST CONCRETE WINDOW HEAD

03.40 CAST CONCRETE WATER TABLE

04.01 BRICK VENEER WITH AIRSPACE

04.14 SOLDIER COURSE BRICK

04.15 TWO ROWS OF RECESSED BRICK

05.23 MECHANICAL EQUIPMENT SCREEN WALL

05.35 PREFINISHED METAL CAP

05.38 TWO TIERED PREFINISHED METAL FASCIA

05.51 .040 GAUGE METAL FASCIA

07.38 METAL GUTTER AND DOWNSPOUT
DISCHARGING ONTO SPLASH BLOCK ON
LOWER ROOF

07.52 THRU WALL SCUPPER

08.12 FULL-VIEW, ALUMINUM FRAMED, SECTIONAL
OVERHEAD DOOR

08.27 DOME SKYLIGHT, RE: SPEC

08.29 ROOF ACCESS DOOR

09.23 THREE-COAT STUCCO, MIN 7/8" THICK

09.40 STUCCO REVEAL

10.21 SURFACE MOUNTED MAILBOX

10.22 ROOF LADDER

15.04 TRAINING PLATFORM WITH PAINTED STEEL
RAILING. ADD ALTERNATE

22.32 ROOF DRAIN WITH INTERIOR DOWNSPOUT
DISCHARGING AT WALL MOUNTED BRASS
LAMBS TONGUE. RE: 1/A503.

23.15 RTU, RE: MECHANICAL

23.17 LOUVER, RE: MECHANICAL

32.10 CEDAR PRIVACY FENCE, NATURAL FINISH

 3/32" = 1'-0"A 201

3 NORTH ELEVATION

KEYNOTES

NOT TO SCALEA 201

4 3D RENDERING

 1/8" = 1'-0"A 201

6 LOBBY EAST ELEVATION

1

1

REVISIONS

Rev. # Description Date

1 ADDENDUM 01 09/18/2019

2 ADDENDUM 02 10/18/2019



LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"

1

DECON

142

APPARATUS BAY (LADDER)

134

APPARATUS BAY (ENGINE)

135

APPARATUS BAY (SQUAD
VEHICLE)

133

FITNESS ROOM

203

IT

128

CORRIDOR

114

BUNK

107

MECH.

124

HOSE TOWER PLATFORM
121' - 0"

TOP OF HOSE TOWER BEAM
135' - 0"

ADA BATHROOM

120

203

CORRIDOR

123

A 312

3

2345

TRENCH DRAIN; RE: MEP

301

A 502

7

23.15

2

15.04

2

LEVEL 1
100' - 0"

WATCH ROOM

129

VEST.

132
KITCHEN

115
LT.

105

RR

130

127A 128

101C

129 130A 131 132A

126

RADIO

131

IT

128

VEST.

127

T.O. PARAPET
117' - 4"

D C B A

32.10

1

12.4511.16

1 1

A 502

11

23.15 23.15

LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"

HOSE TOWER

145

FITNESS ROOM

203

ELEC

136

WORKSHOP

137 COMP

140

PPE STORAGE

141
DECON

142

HOSE TOWER PLATFORM
121' - 0"

TOP OF HOSE TOWER BEAM
135' - 0"

WATER ENTRY

139

BATHROOM

201

SUPPLY

144

133D

HOSE TOWER

204

DCBA

300
15.0415.01

15.02

2

2

2

R

SEH Project

Checked By

Drawn By

Project Status Issue Date

This drawing is an instrument of service and shall 

remain the property of Short Elliott Hendrickson, Inc. 

(SEH). This drawing, concepts and ideas contained 

herein shall not be used, reproduced, revised, or 

retained without the express written approval of SEH. 

Submission or distribution of this drawing to meet 

official or regulatory requirements or for purposes in 

connection with the project is not be construed as 

publication in derogation of any of the rights of SEH.

Architect/ Civil Engineer/ Structural 

Landscape Architect

Mechanical Engineer

Electrical Engineer

Owner

Short Elliott Hendrickson, Inc.
2000 South Colorado Boulevard
Tower One, Suite 6000
Denver, Colorado  80222
720.540.6800

S
ho

rt
 E

lli
ot

t H
ed

ric
ks

on
, I

nc
.

A
ll 

R
ig

ht
s 

R
es

er
ve

d

C
O

P
Y

R
IG

H
T

 ©
 2

01
9

Technology

BCER Engineering Inc
5420 Ward Rd
Arvada, CO 80002
303.422.7400

City of Greeley
1000 10th Street
Greeley, Colorado 80631
970.350.9777

10
/2

1/
20

19
 8

:3
5:

51
 P

M

BUILDING SECTIONS

A
301

G
R

E
E

L
E

Y
 F

IR
E

 S
T

A
T

IO
N

 #
2

23
01

 R
E

S
E

R
V

O
IR

 R
D

, G
R

E
E

LE
Y

, C
O

 8
06

34

150268

CS

CS/JH/MM/AA

C
ity

 o
f G

re
e

le
y

30% DESIGN

75% DESIGN

100% DESIGN

07/01/2019

09/16/2019

10/18/2019

DHM Design
900 South Broadway
Denver, Colorado 80209
303.892.5566

The Ballard Group, Inc
2525 South Wadsworth Blvd, Suite 200
Lakewood, CO 80227
303.988.4514

CMO Consulting Eng
11646 Sun Bear
TrailGolden, CO 80403
303.875.4037

 1/8" = 1'-0"A 301

1 BUILDING SECTION 3

 1/8" = 1'-0"A 301

3 BUILDING SECTION 1

 1/8" = 1'-0"A 301

2 BUILDING SECTION 2

1

11.16 GAS GRILL, BY OWNER

12.45 PATIO FURNITURE, BY OWNER

15.01 PAINTED STEEL HANDRAIL / GUARDRAIL
SYSTEM. ADD ALTERNATE

15.02 FABRICATED METAL STAIRS. ADD ALTERNATE

15.04 TRAINING PLATFORM WITH PAINTED STEEL
RAILING. ADD ALTERNATE

23.15 RTU, RE: MECHANICAL

32.10 CEDAR PRIVACY FENCE, NATURAL FINISH

KEYNOTES 1

REVISIONS

Rev. # Description Date

1 ADDENDUM 01 09/18/2019

2 ADDENDUM 02 10/18/2019



LEVEL 1
100' - 0"

ROOF
122' - 0"

MEZZANINE LEVEL
110' - 6"

1

CORRIDOR

114

KITCHEN

115

APPARATUS BAY (SQUAD
VEHICLE)

133

APPARATUS BAY (LADDER)

134

APPARATUS BAY (ENGINE)

135BUNK

111

WORKSHOP

137

FITNESS ROOM

203

DINING

126

2 3 4 5

56'-8"

08.15

LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"

HOSE TOWER PLATFORM
121' - 0"

TOP OF HOSE TOWER BEAM
135' - 0"

HOSE TOWER

204

APPARATUS BAY (ENGINE)

135

APPARATUS BAY (LADDER)

134

APPARATUS BAY (SQUAD
VEHICLE)

133
LT.

105

PROGRAMS

104

UNISEX

103

EXAM

102

BUNK

106

CORRIDOR

123

2 1/4"

10 1/2"

2345

08.15

11.12

15.04

15.01

15.03

2

2

2

LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"

LOBBY

101

EXAM

102

CORRIDOR

123

STO.

121

ADA BATHROOM

120

BATHROOM

119

BATHROOM

118

BATHROOM

117

CORRIDOR

114

BUNK

112

T.O. PARAPET
117' - 4"

D C B A

LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"

HOSE TOWER PLATFORM
121' - 0"

TOP OF HOSE TOWER BEAM
135' - 0"

APPARATUS BAY (ENGINE)

135

DCBA

15.04 2

R

SEH Project

Checked By

Drawn By

Project Status Issue Date

This drawing is an instrument of service and shall 

remain the property of Short Elliott Hendrickson, Inc. 

(SEH). This drawing, concepts and ideas contained 

herein shall not be used, reproduced, revised, or 

retained without the express written approval of SEH. 

Submission or distribution of this drawing to meet 

official or regulatory requirements or for purposes in 

connection with the project is not be construed as 

publication in derogation of any of the rights of SEH.

Architect/ Civil Engineer/ Structural 

Landscape Architect

Mechanical Engineer

Electrical Engineer

Owner

Short Elliott Hendrickson, Inc.
2000 South Colorado Boulevard
Tower One, Suite 6000
Denver, Colorado  80222
720.540.6800

S
ho

rt
 E

lli
ot

t H
ed

ric
ks

on
, I

nc
.

A
ll 

R
ig

ht
s 

R
es

er
ve

d

C
O

P
Y

R
IG

H
T

 ©
 2

01
9

Technology

BCER Engineering Inc
5420 Ward Rd
Arvada, CO 80002
303.422.7400

City of Greeley
1000 10th Street
Greeley, Colorado 80631
970.350.9777

10
/2

1/
20

19
 8

:3
6:

00
 P

M

BUILDING SECTIONS

A
302

G
R

E
E

L
E

Y
 F

IR
E

 S
T

A
T

IO
N

 #
2

23
01

 R
E

S
E

R
V

O
IR

 R
D

, G
R

E
E

LE
Y

, C
O

 8
06

34

150268

CS

CS/JH/MM/AA

C
ity

 o
f G

re
e

le
y

75% DESIGN

100% DESIGN

09/16/2019

10/18/2019

DHM Design
900 South Broadway
Denver, Colorado 80209
303.892.5566

The Ballard Group, Inc
2525 South Wadsworth Blvd, Suite 200
Lakewood, CO 80227
303.988.4514

CMO Consulting Eng
11646 Sun Bear
TrailGolden, CO 80403
303.875.4037

 1/8" = 1'-0"A 302

4 BUILDING SECTION 4

 1/8" = 1'-0"A 302

1 BUILDING SECTION 5

 1/8" = 1'-0"A 302

3 BUILDING SECTION 6
 1/8" = 1'-0"A 302

2 BUILDING SECTION 7

08.15 INSULATED, GALVANIZED STEEL, SECTIONAL
OVERHEAD DOOR WITH TWO ROWS OF
DOUBLE-PANE GLAZED WINDOWS

11.12 LIFTING WINCH, BY OWNER

15.01 PAINTED STEEL HANDRAIL / GUARDRAIL
SYSTEM. ADD ALTERNATE

15.03 PAINTED STEEL HANDRAIL. ADD ALTERNATE

15.04 TRAINING PLATFORM WITH PAINTED STEEL
RAILING. ADD ALTERNATE

KEYNOTES 1

REVISIONS

Rev. # Description Date

1 ADDENDUM 01 09/18/2019

2 ADDENDUM 02 10/18/2019



LEVEL 1
100' - 0"

ROOF
122' - 0"

MEZZANINE LEVEL
110' - 6"

E

E

A 501

7

4

4" CONCRETE SLAB, RE: STRUCTURAL

ROOF JOIST. RE: STRUCTURAL

APPARATUS BAY (ENGINE)

135

SCBA

138

FITNESS ROOM

203

8" BOND BEAM, RE: STRUCTURAL

1

1

CONCRETE SLAB ON GRADE, RE: STRUCTURAL

R2

ASPHALT ROOFING

LEVEL 1
100' - 0"

1

A 501

10

T.O. PARAPET
117' - 4"

4'
-8

"

A 501

8

A 603

4

A 603

5

2'
-8

"

MEMBRANE ROOFING SYSTEM, EXTEND
MEMBRANE OVER PARAPET

5" RIGID INSULATION

ROOF JOIST. RE: STRUCTURAL

5/8" GYPSUM BOARD ON METAL STUD FRAMING,
SUSPENDED FROM STRUCTURE

ALUMINUM STOREFRONT SYSTEM, KAWNEER
451T / STICK SSG SYSTEM USED AS BASIS OF
DESIGN, RE: STOREFRONT ELEVATIONS

THREE-COAT STUCCO, THICKNESS TO ALIGN
WITH ADJACENT STUCCO FACE

4" CONCRETE SLAB, RE: STRUCTURAL

2" THICK RIGID INSULATION

1

W2

W1

BUNK

108

R1

LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"

T.O. PARAPET
117' - 4"

C

5/8" GYPSUM BOARD ON METAL STUD FRAMING,
SUSPENDED FROM STRUCTURE

4" CONCRETE SLAB, RE: STRUCTURAL

R11

DAYROOM

125

MECH.

124

A1

23.15

LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"

HOSE TOWER PLATFORM
121' - 0"

W2

W4

A 501

9

10
'-6

"
10

'-6
"

2'
-4

"

23
'-4

"

10
'-8

"
6'

-0
"

4'
-4

"

ASPHALT ROOFING

C

TRAINING PLATFORM WITH PAINTED STEEL
RAILING. ADD ALTERNATE

5

FABRICATED METAL STAIRS

2

1

2" THICK RIGID INSULATION

2" THICK RIGID INSULATION, 
EXTEND 4' UNDER SLAB

1

HOSE TOWER

204

HOSE TOWER

145

A 502

1

2

R2

2

LEVEL 1
100' - 0"

A 502

10

1

1

2" THICK RIGID INSULATION

1

PREFINISHED 24 GA. FLAT PAN METAL SOFFIT 
PANELS (1" HEIGHT) W/ CONCEALED 
FASTENERS; ONE ROW OF PANELS TO BE 24 GA  
PERFORATED ALUMINUM FLAT PAN SOFFIT 
PANELS FOR SOFFIT VENTILATION; STANDARD 
DARK BRONZE KYNAR FINISH; SEALANT AT 
PANEL JOINTS

1

LOBBY

101

2

STEEL ANGLE LINTEL; RE: STRUCTURAL

TUBE STEEL HEADER; RE: STRUCTURAL

WOOD BLOCKING; SHIM SPACE (TBD BY 
STOREFRONT MANUFACTURER) W/ BACKER 
ROD AND SEALANT, EA. SIDE

ALUMINUM STOREFRONT SYSTEM, KAWNEER 
451T / STICK SSG SYSTEM USED AS BASIS OF 
DESIGN; RE: STOREFRONT ELEVATIONS

TO EXT. FACE OF STOREFRONT
4 1/2" EXT. FACE OF STUD

METAL FLASHING W/ HEMMED DRIP EDGE

W1

TAPERED RIGID INSULATION SLOPED TO 
DRAIN; R-20 MINIMUM (5" THICKNESS MIN)

7/16" OSB SHEATHING

MECHANICALLY FASTENED 60 MIL TPO 
MEMBRANE; RE: ROOF ASSEMBLIES, A 011

C-CHANNELS; RE: STRUCTURAL

STRUCTURAL STEEL COLUMN BEYOND; RE: 
STRUCTURAL

SHIM SPACE (TBD BY STOREFRONT 
MANUFACTURER) W/ BACKER ROD AND 
SEALANT, EA. SIDE

5" CONCRETE SLAB; RE: 
STRUCTURAL

CONCRETE STEM WALL; RE: STRUCTURAL

CONCRETE SPREAD FOOTING; RE: 
STRUCTURAL

METAL DECKING; RE: STRUCTURAL

10
'-0

" 
O

V
E

R
A

LL
 R

O
U

G
H

 O
P

E
N

IN
G

8'
-0

"
2'

-0
"

CL

R1

SEALANT

CABINET UNIT 
HEATER; RE: 
MECH

STOREFRONT BEYOND

1/2" EXPANSION JOINT; RE: 
STRUCTURAL

CONCRETE SLAB; SLOPE 1/8" PER FOOT

1/2" EXPANSION JOINT

R

SEH Project

Checked By

Drawn By

Project Status Issue Date

This drawing is an instrument of service and shall 

remain the property of Short Elliott Hendrickson, Inc. 

(SEH). This drawing, concepts and ideas contained 

herein shall not be used, reproduced, revised, or 

retained without the express written approval of SEH. 

Submission or distribution of this drawing to meet 

official or regulatory requirements or for purposes in 

connection with the project is not be construed as 

publication in derogation of any of the rights of SEH.

Architect/ Civil Engineer/ Structural 

Landscape Architect

Mechanical Engineer

Electrical Engineer

Owner

Short Elliott Hendrickson, Inc.
2000 South Colorado Boulevard
Tower One, Suite 6000
Denver, Colorado  80222
720.540.6800

S
ho

rt
 E

lli
ot

t H
ed

ric
ks

on
, I

nc
.

A
ll 

R
ig

ht
s 

R
es

er
ve

d

C
O

P
Y

R
IG

H
T

 ©
 2

01
9

Technology

BCER Engineering Inc
5420 Ward Rd
Arvada, CO 80002
303.422.7400

City of Greeley
1000 10th Street
Greeley, Colorado 80631
970.350.9777

10
/2

1/
20

19
 8

:3
6:

03
 P

M

WALL SECTIONS

A
311

G
R

E
E

L
E

Y
 F

IR
E

 S
T

A
T

IO
N

 #
2

23
01

 R
E

S
E

R
V

O
IR

 R
D

, G
R

E
E

LE
Y

, C
O

 8
06

34

150268

CS

CS/JH/MM/AA

C
ity

 o
f G

re
e

le
y

75% DESIGN

100% DESIGN

09/16/2019

10/18/2019

DHM Design
900 South Broadway
Denver, Colorado 80209
303.892.5566

The Ballard Group, Inc
2525 South Wadsworth Blvd, Suite 200
Lakewood, CO 80227
303.988.4514

CMO Consulting Eng
11646 Sun Bear
TrailGolden, CO 80403
303.875.4037

 1/2" = 1'-0"A 311

1 WALL SECTION
 1/2" = 1'-0"A 311

2 WALL SECTION 2
 1/2" = 1'-0"A 311

3 WALL SECTION 3
 1/2" = 1'-0"A 311

4 WALL SECTION 4
 1/2" = 1'-0"A 311

5 WALL SECTION 5

1

REVISIONS

Rev. # Description Date

1 ADDENDUM 01 09/18/2019

2 ADDENDUM 02 10/18/2019



LEVEL 1
100' - 0"

14
'-0

"

A

W6

INSULATED, GALVANIZED STEEL, SECTIONAL
OVERHEAD DOOR WITH TWO ROWS OF
DOUBLE-PANE GLAZED WINDOWS

134B

1

1

APPARATUS BAY (LADDER)

134

THICKENED CONCRETE SLAB EDGE; 
RE: STRUCTURAL

9" CONCRETE FIRE TRUCK 
ACCESS APRON W/ 12" 
AGGREGATE FILL; RE: GEOTECH 
REPORT

EXPANSION JOINT

CAST CONCRETE WATER TABLE

WOOD BLOCKING AS REQUIRED

W2

R2

2

A 501

8

2

23
'-4

"

ALIGN STUCCO CONTROL JOINT WITH 
CHANGE IN  BACKUP STRUCTURE

LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"

HOSE TOWER PLATFORM
121' - 0"

W2

W6

W6

A 501

9

A 501

1

2

8" BOND BEAM, RE: STRUCTURAL

HOSE TOWER

204

SUPPLY

144

R2

1

2" THICK RIGID INSULATION

1

2

2

29
'-4

"

LEVEL 1
100' - 0"

ROOF
122' - 0"

MEZZANINE LEVEL
110' - 6"

2'
-2

 3
/4

"
11

'-1
 1

/4
"

4'
-0

"
8'

-8
"

A 501

4

A 501

9

A

5

A 603

6

A 603

7

W5
1

FITNESS ROOM

203

DECON

142

CAST CONCRETE WATER TABLE

W3

2" THICK RIGID INSULATION

R1

A 603

8

2

LEVEL 1
100' - 0"

3

ROOF
122' - 0"

T.O. PARAPET
117' - 4"

A 501

6

A 501

2

5/8" GYPSUM BOARD ON METAL STUD FRAMING,
SUSPENDED FROM STRUCTURE

5" RIGID INSULATION

MEMBRANE ROOFING SYSTEM, EXTEND
MEMBRANE OVER PARAPET

THREE-COAT STUCCO, MIN 7/8" THICK

ASPHALT ROOFING

5" RIGID INSULATION

4" CONCRETE SLAB, RE: STRUCTURAL

W5

VEST.

132

APPARATUS BAY (SQUAD
VEHICLE)

133

R2

ROOF LADDER

1

R1

LEVEL 1
100' - 0"

W1

101C

FULL-VIEW, ALUMINUM FRAMED, SECTIONAL
OVERHEAD DOOR

LOBBY

101

1

ROOF DRAIN BEYOND

4'-10"

10
'-0

"

PREFINISHED 24 GA. FLAT PAN METAL 
SOFFIT PANELS (1" HEIGHT) W/ 
CONCEALED FASTENERS; ONE ROW OF 
PANELS TO BE 24 GA  PERFORATED 
ALUMINUM FLAT PAN SOFFIT PANELS FOR 
SOFFIT VENTILATION; STANDARD DARK 
BRONZE KYNAR FINISH; SEALANT AT 
PANEL JOINTS

METAL FLASHING W/ HEMMED DRIP EDGE

TAPERED RIGID INSULATION SLOPED TO 
DRAIN; R-20 MINIMUM (5" THICKNESS MIN)

7/16" OSB SHEATHING

MECHANICALLY FASTENED 60 MIL TPO 
MEMBRANE; RE: ROOF ASSEMBLIES, A 011

C-CHANNELS; RE: STRUCTURAL

METAL DECKING; RE: STRUCTURAL

WIDE FLANGE STEEL BEAM; RE: 
STRUCTURAL

TUBE STEEL HEADER; RE: 
STRUCTURAL

SECURE OVERHEAD DOOR TRACK TO 
STRUCTURE AS NECESSARY

PROVIDE WOOD BLOCKING AS 
NECESSARY FOR OVERHEAD DOOR 

BRAKE METAL CLOSURE W/ HEMMED EDGES; 
FINISH TO MATCH STOREFRONT

5" CONCRETE SLAB; RE: 
STRUCTURAL

CONCRETE STEM WALL; RE: STRUCTURAL

CONCRETE SPREAD 
FOOTING; RE: STRUCTURAL

2" RIGID INSULATION

1/2" EXPANSION JOINT; RE: STRUCTURAL

PERMEABLE CONCRETE PAVERS

6" WASHED CRUSHED STONE 
SETTING BED

A 502

10

MIRRORED

R

SEH Project

Checked By

Drawn By

Project Status Issue Date

This drawing is an instrument of service and shall 

remain the property of Short Elliott Hendrickson, Inc. 

(SEH). This drawing, concepts and ideas contained 

herein shall not be used, reproduced, revised, or 

retained without the express written approval of SEH. 

Submission or distribution of this drawing to meet 

official or regulatory requirements or for purposes in 

connection with the project is not be construed as 

publication in derogation of any of the rights of SEH.

Architect/ Civil Engineer/ Structural 

Landscape Architect

Mechanical Engineer

Electrical Engineer

Owner

Short Elliott Hendrickson, Inc.
2000 South Colorado Boulevard
Tower One, Suite 6000
Denver, Colorado  80222
720.540.6800

S
ho

rt
 E

lli
ot

t H
ed

ric
ks

on
, I

nc
.

A
ll 

R
ig

ht
s 

R
es

er
ve

d

C
O

P
Y

R
IG

H
T

 ©
 2

01
9

Technology

BCER Engineering Inc
5420 Ward Rd
Arvada, CO 80002
303.422.7400

City of Greeley
1000 10th Street
Greeley, Colorado 80631
970.350.9777

10
/2

1/
20

19
 8

:3
6:

07
 P

M

WALL SECTIONS

A
312

G
R

E
E

L
E

Y
 F

IR
E

 S
T

A
T

IO
N

 #
2

23
01

 R
E

S
E

R
V

O
IR

 R
D

, G
R

E
E

LE
Y

, C
O

 8
06

34

150268

CS

CS/JH/MM/AA

C
ity

 o
f G

re
e

le
y

75% DESIGN

100% DESIGN

09/16/2019

10/18/2019

DHM Design
900 South Broadway
Denver, Colorado 80209
303.892.5566

The Ballard Group, Inc
2525 South Wadsworth Blvd, Suite 200
Lakewood, CO 80227
303.988.4514

CMO Consulting Eng
11646 Sun Bear
TrailGolden, CO 80403
303.875.4037

 1/2" = 1'-0"A 312

1 WALL SECTION 6
 1/2" = 1'-0"A 312

2 WALL SECTION 7
 1/2" = 1'-0"A 312

3 WALL SECTION 8
 1/2" = 1'-0"A 312

4 WALL SECTION 9
 1/2" = 1'-0"A 312

5 WALL SECTION 10

1

2

REVISIONS

Rev. # Description Date

1 ADDENDUM 01 09/18/2019

2 ADDENDUM 02 10/18/2019



UP

UP

DN

4

A 401

5

A 401

6'-9"

8 TREADS @ 11"

7'-4" 6'-1 1/4"

5'
-4

"
6'

-0
"

4 
T

R
E

A
D

S
 @

 1
1"

3'
-8

"
5'

-1
0 

1/
2"

4 
T

R
E

A
D

S
 @

 1
1"

3'
-8

"

4'-6"

4'-10"

D

EMS

143

SUPPLY

144

22.25

4 5

HOSE TOWER

145

05.11

133D

14
4

14
3

11.11

C W4

W4

2

1

E3

2

2

A1A1 A1

E

7'-8" 7'-11 1/4"

A 503

3

LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"

HOSE TOWER PLATFORM
121' - 0"

TOP OF HOSE TOWER BEAM
135' - 0"

W2

W2

W6

45

C

C

HOSE TOWER

145

HOSE TOWER

204

05.01

11.12

1

05.43

C

W4

2

2

2

2

04.15

15.03

15.04

15.02

A 503

4

2'
-3

"

2

2

2

LEVEL 1
100' - 0"

MEZZANINE LEVEL
110' - 6"

HOSE TOWER PLATFORM
121' - 0"

TOP OF HOSE TOWER BEAM
135' - 0"

133D

D

W4

W2

W2

W6

HOSE TOWER

204

HOSE TOWER

145

3'
-6

"

C

C

2

2

2

2

15.01

300

15.02

15.04

2

2

2

4

A 401

5

A 401

D

5'
-5

 3
/4

"
5'

-1
0"

4 
T

R
E

A
D

S
 @

 1
1"

3'
-8

"
5'

-8
 1

/2
"

5'-9 1/2"

8 TREADS @ 11"

7'-4" 6'-10 1/4"

4 
T

R
E

A
D

S
 @

 1
1"

3'
-8

"

03.43

4 5

HOSE TOWER

204

20
3

4'-3 3/4"

4'-10" 10'-6 1/4" 4'-8 1/2"

C

15.04

C

W4

W4

2

2

E4

2

15.02

2

15.02

15.01

2

A 503

3

W6

2

2

2

E

6'-0"

05.53

2

4

A 401

5

A 401

D

5'
-8

 1
/2

"

4 
T

R
E

A
D

S
 @

 1
1"

3'
-8

"
5'

-6
 1

/2
"

5'
-9

 1
/2

"

5'-9 1/2"

8 TREADS @ 11"

7'-4" 7'-6 3/4"

4 
T

R
E

A
D

S
 @

 1
1"

3'
-8

"

4 5

15.01

3 
1/

4"
14

'-1
1 

3/
4"

11
'-8

"

15.02

4'-11 1/4" 10'-4" 4'-11"

3'-1 1/4" 4'-4"

W6

W4

W2

W2W4

W6

30
1

ROOF ACCESS
ONLY

ROOF ACCESS
LADDER

STEP UP

1

6

A 502

HOSE TOWER

300 A 502

12

A 502

12

2

2

2

22

2

2

300

15.04

15.01

2

2

2

R

SEH Project

Checked By

Drawn By

Project Status Issue Date

This drawing is an instrument of service and shall 

remain the property of Short Elliott Hendrickson, Inc. 

(SEH). This drawing, concepts and ideas contained 

herein shall not be used, reproduced, revised, or 

retained without the express written approval of SEH. 

Submission or distribution of this drawing to meet 

official or regulatory requirements or for purposes in 

connection with the project is not be construed as 

publication in derogation of any of the rights of SEH.

Architect/ Civil Engineer/ Structural 

Landscape Architect

Mechanical Engineer

Electrical Engineer

Owner

Short Elliott Hendrickson, Inc.
2000 South Colorado Boulevard
Tower One, Suite 6000
Denver, Colorado  80222
720.540.6800

S
ho

rt
 E

lli
ot

t H
ed

ric
ks

on
, I

nc
.

A
ll 

R
ig

ht
s 

R
es

er
ve

d

C
O

P
Y

R
IG

H
T

 ©
 2

01
9

Technology

BCER Engineering Inc
5420 Ward Rd
Arvada, CO 80002
303.422.7400

City of Greeley
1000 10th Street
Greeley, Colorado 80631
970.350.9777

10
/2

1/
20

19
 8

:3
6:

14
 P

M

VERTICAL CIRCULATION PLANS
AND SECTIONS

A
401

G
R

E
E

L
E

Y
 F

IR
E

 S
T

A
T

IO
N

 #
2

23
01

 R
E

S
E

R
V

O
IR

 R
D

, G
R

E
E

LE
Y

, C
O

 8
06

34

150268

CS

CS/JH/MM/AA

C
ity

 o
f G

re
e

le
y

75% DESIGN

100% DESIGN

09/16/2019

10/18/2019

DHM Design
900 South Broadway
Denver, Colorado 80209
303.892.5566

The Ballard Group, Inc
2525 South Wadsworth Blvd, Suite 200
Lakewood, CO 80227
303.988.4514

CMO Consulting Eng
11646 Sun Bear
TrailGolden, CO 80403
303.875.4037

 1/4" = 1'-0"A 401

1 HOSE TOWER STAIRS - LEVEL 1

1. FIELD VERIFY ALL DIMENSIONS. NOTIFY
ARCHITECT IF DIMENSIONS VARY
SIGNIFICANTLY.

2. ALL DIMENSIONS TO FACE OF STEEL STUD
UNLESS NOTED OTHERWISE.

GENERAL NOTES

03.43 CONFINED SPACE TRAINING MANHOLE COVER WITH
OPENING TO LOWER LEVEL, RE: STRUCTURE

04.15 TWO ROWS OF RECESSED BRICK

05.01 PAINTED STEEL HANDRAIL

05.11 FABRICATED METAL STAIRS

05.43 CANE DETECTION RAIL

05.53 REMOVABLE SECTION OF RAILING 6'-0" WIDE

11.11 FIRE HOSE WASHER, BY OWNER

11.12 LIFTING WINCH, BY OWNER

15.01 PAINTED STEEL HANDRAIL / GUARDRAIL SYSTEM. ADD
ALTERNATE

15.02 FABRICATED METAL STAIRS. ADD ALTERNATE

15.03 PAINTED STEEL HANDRAIL. ADD ALTERNATE

15.04 TRAINING PLATFORM WITH PAINTED STEEL RAILING.
ADD ALTERNATE

22.25 FLOOR DRAIN, RE: PLUMBING

 1/4" = 1'-0"A 401

4 STAIR SECTION B
 1/4" = 1'-0"A 401

5 STAIR SECTION A

 1/4" = 1'-0"A 401

2 HOSE TOWER STAIRS - MEZZANINE
 1/4" = 1'-0"A 401

3 HOSE TOWER STAIRS - PLATFORM LEVEL
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 1/4" = 1'-0"A 421

7 KITCHEN INTERIOR ELEVATION - EAST - 115

 1/4" = 1'-0"A 421

19 DECON - SOUTH - 142

 1/4" = 1'-0"A 421

10 ENLARGED BATHROOM PLANS
 1/4" = 1'-0"A 421

11 ADA BUNK RR - WEST - 120
 1/4" = 1'-0"A 421

12 ADA BUNK RR - NORTH - 120
 1/4" = 1'-0"A 421

13 ADA BUNK RR - EAST - 120

 1/4" = 1'-0"A 421

16 BUNK RR WEST - 117
 1/4" = 1'-0"A 421

17 BUNK RR SOUTH - 117
 1/4" = 1'-0"A 421

18 BUNK RR EAST - 117

 1/4" = 1'-0"A 421

1 ENLARGED KITCHEN PLAN - 115

 1/4" = 1'-0"A 421

8 KITCHEN INTERIOR ELEVATION - NORTH - 115
 1/4" = 1'-0"A 421

6 KITCHEN INTERIOR ELEVATION - SOUTH - 115
 1/4" = 1'-0"A 421

9 KITCHEN ISLAND - WEST - 115

 1/4" = 1'-0"A 421

15 DECON - WEST - 142

 1/4" = 1'-0"A 421

20 DECON - EAST - 142

 1/4" = 1'-0"A 421

14 ENLARGED DECON PLAN - 142

03.44 4" CONCRETE PAD, RE: STRUCTURAL

03.47 4" HOUSE KEEPING PAD WITH TRENCH DRAIN; RE:
PLUMBING

06.01 96" TALL DOUBLE DOOR CABINET W/ ADJUSTABLE
SHELVES, CONTRACTOR FURNISHED

06.05 (SS1)SOLID SURFACE COUNTERTOP WITH TILE OR
SOLID SURFACE BACKSPLASH, CONTRACTOR
FURNISHED

06.28 36" TALL KITCHEN ISLAND, CONTRACTOR FURNISHED

06.29 34-1/2" TALL BASE CABINET DOUBLE DOOR SINK
COVER PANEL, CONTRACTOR FURNISHED

06.30 34-1/2" TALL SINGLE DOOR BASE CABINET
W/ADJUSTABLE SHELVES & (1) DRAWER,
CONTRACTOR FURNISHED

06.32 34-1/2" TALL DOUBLE DOOR BASE CABINET
W/ADJUSTABLE SHELVES & (2) DRAWERS,
CONTRACTOR FURNISHED

06.33 34-1/2" TALL DOUBLE DOOR BASE CABINET
W/ADJUSTABLE SHELVES & (1) DRAWER,
CONTRACTOR FURNISHED

06.34 20" TALL DOUBLE UPPER CABINET, CONTRACTOR
FURNISHED

06.35 30" TALL UPPER CABINETS W/ ADJUSTABLE SHELVES
AND UNDER CABINET LIGHTING, CONTRACTOR
FURNISHED

06.37 34" TALL BASE CABINET W/ (4) DRAWERS,
CONTRACTOR FURNISHED

06.40 34-1/2" ADA CONVERTIBLE DOUBLE DOOR SINK BASE
CABINET, CONTRACTOR FURNISHED

06.44 (SS3)SOLID SURFACE COUNTERTOP WITH TILE OR
SOLID SURFACE BACKSPLASH, CONTRACTOR
FURNISHED

06.45 (SS4)SOLID SURFACE COUNTERTOP WITH TILE OR
SOLID SURFACE BACKSPLASH, CONTRACTOR
FURNISHED

09.42 (BT1) CERAMIC TILE BACKSPLASH, RE: SPEC

09.43 (BT2) CERAMIC TILE ACCENT BACKSPLASH, RE: SPEC

09.44 (WT1) WALL CERAMIC TILE, RE: SPEC

09.45 (WT2) WALL CERAMIC TILE, RE: SPEC

09.46 TERRAZZO SHOWER BASE

10.02 1 1/2" DIA STAINLESS STEEL GRAB BAR W/SNAP
FLANGE, CONTRACTOR FURNISHED

10.15 ADA COMPLIANT FOLDABLE SHOWER BENCH,
CONTRACTOR FURNISHED

10.16 TOILET PAPER DISPENSER, OWNER FURNISHED
CONTRACTOR INSTALLED

10.18 MIRROR, 24" x 36"; CONTRACTOR FURNISHED

10.20 GLASS SLIDING SHOWER DOOR

10.27 PAPER TOWEL DISPENSER, OWNER FURNISHED
CONTRACTOR INSTALLED

10.28 SOAP DISPENSER, OWNER FURNISHED CONTRACTOR
INSTALLED

11.01 REFRIGERATOR W/ ICE AND WATER DISPENSER.
SAMSUNG MODEL RF263BEAESR, BY OWNER; VERIFY
HT. PRIOR TO INSTALLING UPPER CABINETS

11.02 RESIDENTIAL HOOD - CONTRACTOR FURNISHED;
CONTRACTOR INSTALLED

11.03 DRYER - OWNER FURNISHED

11.06 DRYER/WASHER COMBO, BY OWNER

11.07 COMMERCIAL DISHWASHER. JACKSON MODEL
AVENGER LT, BY OWNER

11.08 DOUBLE GAS OVEN WITH GRIDDLE.  WOLF MODEL
GR606DG 60" BY OWNER

11.09 GEAR EXTRACTOR, BY OWNER

11.10 TRASHCAN RECEPTACLE, BY OWNER

11.13 MICROWAVE. SAMSUNG MODEL ME21M706BAS, BY
OWNER

11.14 COFFEE MAKER. BUNN 38700 AXIOM 15-3, BY OWNER

12.44 DINING ROOM FURNITURE, BY OWNER

22.01 CONTRACTOR SUPPLIED UNDERMOUNT SINK, DEEP
BOWL. RE: PLUMBING

22.02 CONTRACTOR SUPPLIED STAINLESS STEEL TWO
COMPARTMENT SINK W/ DRAIN BOARDS LEFT SIDE
RE: PLUMBING

22.08 TRENCH DRAIN, RE: PLUMBING

22.10 CONTRACTOR SUPPLIED WATER CLOSET, RE:
PLUMBING

22.25 FLOOR DRAIN, RE: PLUMBING

22.28 ADA COMPLIANT SHOWER CONTROLS

22.29 ONE PIECE ACRYLIC SHOWER UNIT - 36" X 36"

22.31 CONTRACTOR SUPPLIED UNDER MOUNTED VEGGIE
SINK.  RE: PLUMBING

26.01 LIGHT FIXTURE, RE: ELECTRICAL

26.11 WALL SCONCE, RE: ELECTRICAL

32.02 DUMPSTER, BY OWNER

 1/4" = 1'-0"A 421

21 ENLARGED RESTROOM - 130

GENERAL NOTES

1. FIELD VERIFY ALL DIMENSIONS. NOTIFY
ARCHITECT IF DIMENSIONS VARY
SIGNIFICANTLY.

2. ALL DIMENSIONS TO FACE OF STEEL STUD
UNLESS NOTED OTHERWISE.

 1/4" = 1'-0"A 421

22 RESTROOM - WEST - 130
 1/4" = 1'-0"A 421

23 RESTROOM - NORTH - 130
 1/4" = 1'-0"A 421

24 RESTROOM - EAST - 130

 1/4" = 1'-0"A 421

4 KITCHEN ISLAND - SOUTH - 115
 1/4" = 1'-0"A 421

3 KITCHEN ISLAND - EAST - 115
 1/4" = 1'-0"A 421

5 KITCHEN ISLAND - NORTH - 115
 1/4" = 1'-0"A 421

2 KITCHEN INTERIOR ELEVATION - WEST - 115

 1/4" = 1'-0"A 421

25 TRASH ENCLOSURE PLAN
 1/4" = 1'-0"A 421

26 TRASH ENCLOSURE - SOUTH

1

1

1
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ENLARGED PLANS AND INTERIOR
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DHM Design
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303.892.5566
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CMO Consulting Eng
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303.875.4037

06.05 (SS1)SOLID SURFACE COUNTERTOP WITH TILE OR
SOLID SURFACE BACKSPLASH, CONTRACTOR
FURNISHED

06.29 34-1/2" TALL BASE CABINET DOUBLE DOOR SINK
COVER PANEL, CONTRACTOR FURNISHED

06.32 34-1/2" TALL DOUBLE DOOR BASE CABINET
W/ADJUSTABLE SHELVES & (2) DRAWERS,
CONTRACTOR FURNISHED

06.35 30" TALL UPPER CABINETS W/ ADJUSTABLE SHELVES
AND UNDER CABINET LIGHTING, CONTRACTOR
FURNISHED

06.45 (SS4)SOLID SURFACE COUNTERTOP WITH TILE OR
SOLID SURFACE BACKSPLASH, CONTRACTOR
FURNISHED

07.51 ROOF DRAIN, RE: PLUMBING

09.44 (WT1) WALL CERAMIC TILE, RE: SPEC

09.45 (WT2) WALL CERAMIC TILE, RE: SPEC

09.46 TERRAZZO SHOWER BASE

10.02 1 1/2" DIA STAINLESS STEEL GRAB BAR W/SNAP
FLANGE, CONTRACTOR FURNISHED

10.16 TOILET PAPER DISPENSER, OWNER FURNISHED
CONTRACTOR INSTALLED

10.18 MIRROR, 24" x 36"; CONTRACTOR FURNISHED

10.20 GLASS SLIDING SHOWER DOOR

10.27 PAPER TOWEL DISPENSER, OWNER FURNISHED
CONTRACTOR INSTALLED

10.28 SOAP DISPENSER, OWNER FURNISHED CONTRACTOR
INSTALLED

11.03 DRYER - OWNER FURNISHED

11.04 WASHING MACHINE - OWNER FURNISHED

12.39 TWIN XL FOLD-OUT WALL BED W/ INTEGRATED
STORAGE, BY OWNER

12.40 WALL-MOUNTED DESK W/ PENCIL DRAWER, BY
OWNER

12.47 STAINLESS STEEL COUNTERTOP

22.01 CONTRACTOR SUPPLIED UNDERMOUNT SINK, DEEP
BOWL. RE: PLUMBING

22.07 ELKAY L258WSSP DRINKING FOUNTAIN (EWC),
CONTRACTOR FURNISHED, RE: PLUMBING

22.10 CONTRACTOR SUPPLIED WATER CLOSET, RE:
PLUMBING

22.21 URINAL, RE: PLUMBING

22.24 MOP SINK, RE: PLUMBING

22.25 FLOOR DRAIN, RE: PLUMBING

22.26 UTILITY SINK, RE: PLUMBING

22.28 ADA COMPLIANT SHOWER CONTROLS

22.38 UTILITY SHELF AND MOP HOLDER RE:SPEC

26.10 CEILING FAN, RE: ELECTRICAL

26.11 WALL SCONCE, RE: ELECTRICAL

GENERAL NOTES

1. FIELD VERIFY ALL DIMENSIONS. NOTIFY
ARCHITECT IF DIMENSIONS VARY
SIGNIFICANTLY.

2. ALL DIMENSIONS TO FACE OF STEEL STUD
UNLESS NOTED OTHERWISE.

 1/4" = 1'-0"A 422

1 ENLARGED FITNESS RR - 201
 1/4" = 1'-0"A 422

3 FITNESS RR - WEST - 201
 1/4" = 1'-0"A 422

4 FITNESS RR - SOUTH - 201
 1/4" = 1'-0"A 422

2 FITNESS RR - NORTH - 201

 1/4" = 1'-0"A 422

11 ENLARGED UNISEX BATHROOM - 103
 1/4" = 1'-0"A 422

12 UNISEX RR - WEST - 103
 1/4" = 1'-0"A 422

13 UNISEX RR - SOUTH - 103
 1/4" = 1'-0"A 422

14 UNISEX RR - NORTH - 103
 1/4" = 1'-0"A 422

15 UNISEX RR - EAST - 103

 1/4" = 1'-0"A 422

16 BUNK ROOM ENLARGED PLAN

 1/4" = 1'-0"A 422

5 CUBBIES ELEVATION - 203

 1/4" = 1'-0"A 422

20 BUNK ROOM - NORTH - 106
 1/4" = 1'-0"A 422

19 BUNK ROOM - EAST - 106
 1/4" = 1'-0"A 422

18 BUNK ROOM - SOUTH - 106
 1/4" = 1'-0"A 422

17 BUNK ROOM - WEST - 106

 1/4" = 1'-0"A 422

21 BUNK - WEST - 107
 1/4" = 1'-0"A 422

24 BUNK - NORTH - 107
 1/4" = 1'-0"A 422

23 BUNK - EAST - 107
 1/4" = 1'-0"A 422

22 BUNK - SOUTH - 107

1

1

 1/4" = 1'-0"A 422

6 ENLARGED LAUNDRY ROOM - 116
 1/4" = 1'-0"A 422

7 LAUNDRY - WEST - 116

 1/4" = 1'-0"A 422

9 LAUNDRY - EAST - 116
 1/4" = 1'-0"A 422

8 LAUNDRY - NORTH - 116
 1/4" = 1'-0"A 422

10 LAUNDRY - SOUTH - 116

KEYNOTES

 1/4" = 1'-0"A 422
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09/16/2019
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DHM Design
900 South Broadway
Denver, Colorado 80209
303.892.5566

The Ballard Group, Inc
2525 South Wadsworth Blvd, Suite 200
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CMO Consulting Eng
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 1 1/2" = 1'-0"A 501

9 SLAB ON GRADE FOUNDATION TO CMU WALL BASE

 1 1/2" = 1'-0"A 501

10 SLAB ON GRADE FOUNDATION TO STUD WALL BASE

 1 1/2" = 1'-0"A 501

8 PARAPET AT METAL STUD WALL

 1 1/2" = 1'-0"A 501

4 PARAPET AT CMU WALL
 1 1/2" = 1'-0"A 501

2 ROOF TO STUCCO WALL DETAIL

 1 1/2" = 1'-0"A 501

6 SLOPED ROOF EDGE DETAIL
 1 1/2" = 1'-0"A 501

7 ROOF TRANSITION DETAIL

 1 1/2" = 1'-0"A 501

1 WALL TRANSITION DETAIL
 3" = 1'-0"A 501

5 ROOF TO BRICK VENEER DETAIL
 1 1/2" = 1'-0"A 501

3 SCREEN PARAPET AT CMU WALL DETAIL
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8" SPLIT FACE CMU -
FULLY GROUTED

REBAR EMBEDDED 
1" MIN WITH EPOXY

FLASHING

PRECAST CAP
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.
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2'-0"

WRAP MEMBRANE UNDER 
PRECAST CAP
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TERMINATION BAR 1'-
0" ABOVE ROOFING
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RE: STRUCTURAL
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2
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CASING BEAD 
WITH WEEPS

MEMBRANE FLASHING
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HOLLOW METAL DOOR
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BREAK METAL
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BOND BEAM  RE: STRUCTURAL

2" RIGID INSULATION

ROOFING MEMBRANE

BREAK METAL FLASHING

FULLY ADHERED TPO 
MEMBRANE ROOFING

1-1/2" METAL DECK, RE: 
STRUCTURAL DRAWINGS

STRUCTURE RE: STRUCTURAL 
DRAWINGS

RIGID INSULATION

MEMBRANE FLASHING

TREATED WOOD NAILER

BASE SUPPORT

CAP

SUPPORT CONNECTOR

GASKET

STEEL TUBE

COVER STRIP

METAL FASCIA CLIP

PREFINISHED 24 GA. FLAT PAN METAL SOFFIT PANELS (1" HEIGHT) W/ 
CONCEALED FASTENERS; ONE ROW OF PANELS TO BE 24 GA  
PERFORATED ALUMINUM FLAT PAN SOFFIT PANELS FOR SOFFIT 
VENTILATION; STANDARD DARK BRONZE KYNAR FINISH; SEALANT AT 
PANEL JOINTS

TAPERED RIGID INSULATION 
SLOPED TO DRAIN; R-20 MINIMUM 
(5" THICKNESS MIN)

7/16" OSB SHEATHING

MECHANICALLY FASTENED 60 MIL 
TPO MEMBRANE; RE: ROOF 
ASSEMBLIES, A 011

C-CHANNELS; RE: STRUCTURAL

METAL DECKING; RE: STRUCTURAL

1'-0" TYP.

3" METAL DRIP EDGE TO MATCH METAL 
FASCIA

.040 METAL FASCIA; EXTRA DARK BRONZE 
TO MATCH STOREFRONT

C-CHANNEL PERIMETER; RE: 
STRUCTURAL

7/16" OSB SHEATHING

METAL DRIP EDGE

(4) 2X6 CURB; V.I.F. W/ HEIGHT REQUIRED 
FOR TAPERED INSULATION

LEVEL 1
100' - 0"

1 x 6 VERTICAL CEDAR PICKET

2 x 4 WOOD NAILER 

12" X 36" CONC. FTG. SET IN EACH 
POST (VARIES 6' - 8' O.C. TYP.)

3'
-0

"

2'
-0

"
8'

-0
"

4" X 4" CEDAR POST

1 
1/

2"
2"

7 
3/

4"
3'

-2
 1

/4
"

3'
-2

 1
/2

"
7 

3/
4"

1 
1/

2"

1

STONE SILL BELOW

STUCCO 

PLYWOOD SHEATHING

GYP. BD.

SEALANT AND BACKER ROD

BRICK

2" RIGID INSULATION

METAL STUDS

2" RIGID INSULATION

10"

FOUNDATION SLEEVE 
16GA. HOT DIPPED 

GALVANIZED STEEL

STEEL CENTERING 
WEDGES

16 GA HOT DIPPED 
GALVANIZED STEEL 

BASE PLATE

6" X 6"  X 3/16" STEEL 
SUPPORT PLATE 
WELDED TO 3/4" 

STEEL GROUND SPIKE
1'-10"

BLACK ASPHALT PAINT ON 
ALL EMBEDDED 

SURFACES

12" MIN. ENRICHED TOP 
SOIL AT PLANTER AREAS

DRY SAND LIGHTLY 
PACKED

FLAG POLE

ALUMINUM 
FLASH COLLAR

3000 PSI CONCRETE 
FOUNDATION W/ #5 AT 

12" O.C. EACH WAY

HARDWOOD EDGES

R
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 1 1/2" = 1'-0"A 502

2 TRASH ENCLOSURE - WALL ASSEMBLY

1

 1" = 1'-0"A 502

7 MEMBRANE ROOF CRICKET DETAIL

 1 1/2" = 1'-0"A 502

8 RAILING AT HOSE TOWER BALCONY
 1 1/2" = 1'-0"A 502

1 GUTTER DETAIL AT FASCIA
 1 1/2" = 1'-0"A 502

5 BALCONY AT HOSE TOWER

 1 1/2" = 1'-0"A 502

6 DOOR SILL AT ROOF ACCESS

 1 1/2" = 1'-0"A 502

9 MECHANICAL SCREEN ATTACHEMNT, TYP.1

 1 1/2" = 1'-0"A 502

10 METAL FASCIA

 3/4" = 1'-0"A 502

11 FENCE POST DETAIL

 1 1/2" = 1'-0"A 502

12 BRICK TO STUCCO PLAN DETAIL
 3/4" = 1'-0"A 502

3 FLAG POLE DETAIL
2

2

2

2
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60 MIL TPO ROOFING

1/2" COVER BOARD

POLYISO INSULATION R-30 
MIN TAPERED TO DRAIN

METAL ROOF DECKING 
RE: STRUCT

STRAINER BASKET

ROOF DRAIN

NOTE: REFER TO ROOFING MEMBRANE MANUFACTURERS 
TYPICAL DETAIL FOR MORE DETAILED  INFORMATION

PRIMARY ROOF DRAIN
SEALANT

SEALANT

SHEET 
METAL 

SCUPPER

WATER CUT-OFF 
MASTIC

CANT

PRESSURE-
SENSITIVE 
ELASTOFORM 
FLASHING

MEMBRANE ROOFING

WATER CUT-OFF MASTIC

PRESSURE-SENSITIVE 
ELASTOFORM FLASHING

60 MIL TPO ROOFING

1/2" COVER BOARD

POLYISO INSULATION 
R-30 MIN 

METAL ROOF DECKING 
RE: STRUCT

NOTE: REFER TO ROOFING MEMBRANE MANUFACTURERS 
TYPICAL DETAIL FOR MORE DETAILED  INFORMATION

SEALANT

STAINLESS STEEL 
CLAMPING RING

MEMBRANE FLASHING

BONDING ADHESIVE

SEAM PLATE AND 
FASTENER

SEALANT

WIDE WELD SPLICE

WELD

SEALANT

BRICK VENEER

STUCCO SEALANT AND 
BACKER ROD

W4

W6

METAL FASCIA

WOOD NAILER

FASCIA TO SOFFIT FLASHING

PREFINISHED 24 GA. METAL 
SOFFIT PANELS W/ CONCEALED 
FASTENERS (STANDARD 
FACTORY COLOR)

WOOD NAILER

METAL FASCIA CLIP

DRIP EDGE

ASPHALT SHINGLES
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 1 1/2" = 1'-0"A 503

1 ROOF DRAIN DETAIL

 1 1/2" = 1'-0"A 503

2 ROOF PENETRATION DETAIL

 1 1/2" = 1'-0"A 503

3 BRICK TO STUCCO CORNER DETAIL

 1 1/2" = 1'-0"A 503

4 TOWER ROOF SOFFIT
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R
E

: S
C

H
E

D
2"

2" RE: SCHED 2" 2" RE: SCHED 2"

2"
R

E
: S

C
H

E
D

B D                E
OVERHEAD  DOOR

               F
OVERHEAD DOOR

C

14
'-0

"

14'-0"

10
'-0

"

10'-0"

RE: SCHEDULE

R
E

: S
C

H
E

D
U

LE

GA

R
E

: S
C

H
E

D
4"

2" RE: SCHED 2"

2" RE: SCHED 2"

R
E

: S
C

H
E

D
.

2"

METAL CHANNEL

GYPSUM BOARD

PARTITION PER PLANS

HOLLOW METAL FRAME

JAMB ANCHOR

DOOR PER SCHEDULE

SEALANT, BOTH SIDES

STUD BUCK

HOLLOW METAL FRAME

DOOR PER SCHEDULE

JAMB ANCHOR

REINFORCING AND 
GROUTING PER STRUCT.

GYPSUM BOARD

BOND BEAM

HOLLOW METAL FRAME

BACKER ROD AND 
SEALANT BOTH SIDES

DOOR PER SCHEDULE

REINFORCING AND 
GROUTING PER STRUCT

CMU PER PLANS

HOLLOW METAL FRAME

DOOR PER SCHEDULE

JAMB ANCHOR

REINFORCING AND 
GROUTING PER STRUCT

BOND BEAM

HOLLOW METAL FRAME

BACKER ROD AND SEALANT

DOOR PER SCHEDULE

REINFORCING AND 
GROUTING PER STRUCT

BRICK

WEEP AT 32" O.C.

THRU WALL FLASHING W/ 
STAILESS STEEL DRIP EDGE

CAVITY DRAINAGE MESH

WEATHER BARRIER

CMU

RIGID INSULATION

ANGLE LINTEL

3 1/4"

HOLLOW METAL FRAME

BACKER ROD AND SEALANT

DOOR PER SCHEDULE

REINFORCING AND 
GROUTING PER STRUCT

BRICK

RIGID INSULATION

WEATHER BARRIER

3 
1/

4"

BATT INSULATION

HOLLOW METAL FRAME

BACKER ROD AND SEALANT

DOOR PER SCHEDULE

6" CHANNEL 

 EXTERIOR 7/16" OSB

ANGLE LINTEL  

BRICK
WEATHER BARRIER

WEEP AT 32" O.C.

THRU WALL FLASHING W/ 
STAILESS STEEL DRIP EDGE

CAVITY DRAINAGE MESH

RIGID INSULATION

GYPSUM BOARD

2

HOLLOW METAL FRAME

BACKER ROD AND SEALANT

DOOR PER SCHEDULE

STUD BUCK

RIGID INSULATION

BRICK

EXTERIOR 7/16" OSB

BATT INSULATTION

2

WEATHER BARRIER

GYPSUM BOARD

BOND BEAM

HOLLOW METAL FRAME

BACKER ROD AND 
SEALANT BOTH SIDES

DOOR PER SCHEDULE

REINFORCING AND 
GROUTING PER STRUCT

STUCCO

DRIP EDGE

RIGID INSULATION WITH 
DRAINAGE CHANNELS

WEATHER BARRIER

CMU

METAL LATH

CASING BEAD WITH WEEPS

MEMBRANE FLASHING

HOLLOW METAL FRAME

BACKER ROD AND SEALANT

DOOR PER SCHEDULE

REINFORCING AND 
GROUTING PER STRUCT

STUCCO

RIGID INSULATION

WEATHER BARRIER

CASING BEAD

BATT INSULATION

HOLLOW METAL FRAME

BACKER ROD AND 
SEALANT BOTH SIDES

DOOR PER SCHEDULE

GYPSUM BOARD

STUCCO

DRIP EDGE

RIGID INSULATION WITH 
DRAINAGE CHANNELS

WEATHER BARRIER

EXTERIOR 7/16" OSBMETAL LATH

CASING BEAD WITH WEEPS

MEMBRANE FLASHING

2 HOLLOW METAL FRAME

BACKER ROD AND 
SEALANT BOTH SIDES

DOOR PER SCHEDULE

REINFORCING AND 
GROUTING PER STRUCT

STUCCO

RIGID INSULATION

WEATHER BARRIER

CASING BEAD

EXTERIOR 7/16" OSB 2

C6X10.5 JAMB-SOLID GROUTED
ATTACH TO MASONRY WITH 3/4"
ANCHOR BOLT AT 8" O.C.-PLUG
WELD ANCHOR BOLTS TO CHANNEL

4 HINGES PER JAMB

FRAME BELOW

3x1 1/2 T.S CROSS 
MEMBER
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DOOR SCHEDULE / DOOR, FRAME
AND WINDOW ELEVATIONS
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DOOR SCHEDULE

ROOM NAME

DOOR

GLASS
TYPE

FRAME

FIRE RATING HARDWARE SET

DETAILS

REMARKS REV #
DOOR
CODE HEIGHT WIDTH DOOR MATERIAL

DOOR
TYPE

FRAME
MATERIAL

FRAME
TYPE HEAD DETAIL JAMB DETAIL

101A LOBBY 7' - 11" 3' - 0 1/2" GL C GL-1 1 2

101B LOBBY 7' - 0" 3' - 0" HM A - 5 2/A601 3/A601 2

101C LOBBY 10' - 0" 10' - 0" E G-1 19 2 2

102 EXAM 7' - 0" 3' - 0" HM A - 13 2/A601 3/A601 2

103 UNISEX 7' - 0" 3' - 0" HM A - 11 2/A601 3/A601 2

104 PROGRAMS 7' - 0" 3' - 0" HM A - 8 2/A601 3/A601 2

105 LT. 7' - 0" 3' - 0" HM A - 8 2/A601 3/A601 2

106 BUNK 7' - 0" 3' - 0" HM A - 20 MIN 10 2/A601 3/A601 2

107 BUNK 7' - 0" 3' - 0" HM A - 20 MIN 10 2/A601 3/A601 2

108 BUNK 7' - 0" 3' - 0" HM A - 20 MIN 10 2/A601 3/A601 2

109 BUNK 7' - 0" 3' - 0" HM A - 20 MIN 10 2/A601 3/A601 2

110 BUNK 7' - 0" 3' - 0" HM A - 20 MIN 10 2/A601 3/A601 2

111 BUNK 7' - 0" 3' - 0" HM A - 20 MIN 10 2/A601 3/A601 2

112 BUNK 7' - 0" 3' - 0" HM A - 20 MIN 10 2/A601 3/A601 2

113 BUNK 7' - 0" 3' - 0" HM A - 20 MIN 10 2/A601 3/A601 2

115 KITCHEN 7' - 0" 3' - 0" HM A - 2 6/A601 7/A601 2

116 LAUNDRY 7' - 0" 3' - 0" HM A - 13 2/A601 3/A601 2

117 BATHROOM 7' - 0" 3' - 0" HM A - 9 2/A601 3/A601 2

118 CORRIDOR 7' - 0" 3' - 0" HM A - 9 2/A601 3/A601 2

119 BATHROOM 7' - 0" 3' - 0" HM A - 9 2/A601 3/A601 2

120 ADA BATHROOM 7' - 0" 3' - 0" HM A - 9 2/A601 3/A601 2

121 STO. 7' - 0" 3' - 0" HM A - 8 2/A601 3/A601 2

122 CATV 7' - 0" 3' - 0" HM A - 8 2/A601 3/A601 2

123 CORRIDOR 7' - 0" 3' - 0" HM A - 16 2/A601 3/A601 2

124 MECH. 7' - 0" 3' - 0" HM A - 8 2/A601 3/A601 2

126 DINING 7' - 0" 3' - 0" HM A - 16 2/A601 3/A601 2

127A VEST. 7' - 0" 3' - 0" HM A - 17 2/A601 3/A601 2

127B APPARATUS BAY (SQUAD VEHICLE) 7' - 0" 3' - 0" HM A - 4 6/A601 7/A601 2

128 IT 7' - 0" 3' - 0" HM A - 5 2/A601 3/A601 2

129 WATCH ROOM 7' - 0" 3' - 0" HM A - 14 2/A601 3/A601 2

130A RR 7' - 0" 3' - 0" HM A - 9 2/A601 3/A601 2

130B RR 7' - 0" 3' - 0" HM A - 12 6/A601 7/A601 2

131 DAYROOM 7' - 0" 3' - 0" HM A - 8 2/A601 3/A601 2

132A VEST. 7' - 0" 3' - 0" HM A - 17 2/A601 3/A601 2

132B APPARATUS BAY (SQUAD VEHICLE) 7' - 0" 3' - 0" HM A - 4 6/A601 7/A601 2

133A APPARATUS BAY (SQUAD VEHICLE) 14' - 0" 14' - 0" F GL-1 19 3/A602 5/A602 1 2

133B APPARATUS BAY (SQUAD VEHICLE) 14' - 0" 14' - 0" F GL-1 4 2/A602 4/A602 1 2

133D HOSE TOWER 7' - 0" 3' - 0" HM A - 2 6/A601 7/A601 2

134A APPARATUS BAY (LADDER) 14' - 0" 14' - 0" F GL-1 19 3/A602 5/A602 1 2

134B APPARATUS BAY (LADDER) 14' - 0" 14' - 0" F GL-1 19 2/A602 4/A602 1 2

135A APPARATUS BAY (ENGINE) 14' - 0" 14' - 0" F GL-1 19 3/A602 5/A602 1 2

135B APPARATUS BAY (ENGINE) 14' - 0" 14' - 0" F GL-1 19 2/A602 4/A602 1 2

135C APPARATUS BAY (ENGINE) 7' - 0" 3' - 0" HM A - 2 6/A601 7/A601 2

136 ELEC 7' - 0" 3' - 0" HM A - 3 4/A601 5/A601 2

137 WORKSHOP 7' - 0" 3' - 0" HM A - 17 4/A601 5/A601 2

138 SCBA 7' - 0" 3' - 0" HM A - 7 4/A601 5/A601 2

139 WATER ENTRY 7' - 0" 3' - 0" HM A - 8 4/A601 5/A601 2

140 COMP 7' - 0" 6' - 0" HM A - 6 4/A601 5/A601 2

141 PPE STORAGE 7' - 0" 6' - 0" HM A - 6 4/A601 5/A601 2

142 DECON 7' - 0" 3' - 0" HM A - 17 4/A601 5/A601 2

143 EMS 7' - 0" 3' - 0" HM A - 7 4/A601 5/A601 2

144 HOSE TOWER 7' - 0" 3' - 0" HM A - 7 4/A601 5/A601 2

146 JAN 7' - 0" 3' - 0" HM A - 8 2/A601 3/A601 2

201 BATHROOM 7' - 0" 3' - 0" HM A - 9 2/A601 3/A601 2

202 JANITOR 7' - 0" 3' - 0" HM A - 8 2/A601 3/A601 2

203 FITNESS ROOM 7' - 0" 6' - 0" HM A - 15 4/A601 5/A601 2

300 HOSE TOWER 7' - 0" 3' - 0" HM A - 18 6/A601 7/A601 2

301 HOSE TOWER 6' - 8" 3' - 0" HM A - 9/A601 8/A601 2

S-1 6' - 0" 8' - 0" STL G

GL-1 = INSULATED TEMPERED GLAZING
GL-2= INSULATED GLAZING

GLAZING TYPE:

HM = HOLLOW METAL
STL= STEEL
GL=   GLASS

MATERIALS:

1. PROVIDE (2) REMOTE CONTROLS FOR EACH DOOR.  PROVIDE CONTROLS BY EACH OH DOOR AND ADDITIONAL WALL MOUNDED CONTROL STATIONS 
WHRE INDICATED ON ELECTRICAL PLAN SHEETS.
2. LOW LIFT TRACK AND MANUAL CHAIN HOIST.

DOOR SCHEDULE REMARKS:

 1 1/2" = 1'-0"A 601

13 HM HEAD AT GYP BD PARTITION
 1 1/2" = 1'-0"A 601

12 HM JAMB AT GYP BD PARTITION

 1 1/2" = 1'-0"A 601

11 HM HEAD AT CMU
 1 1/2" = 1'-0"A 601

10 HM JAMB AT CMU

 1 1/2" = 1'-0"A 601

9 HM HEAD AT EXT BRICK & CMU WALL
 1 1/2" = 1'-0"A 601

8 HM JAMB AT EXT BRICK & CMU WALL

 1 1/2" = 1'-0"A 601

7 HM HEAD AT EXT BRICK & STUD WALL
 1 1/2" = 1'-0"A 601

6 HM JAMB AT EXT BRICK & STUD WALL

 1 1/2" = 1'-0"A 601

5 HM HEAD AT EXT STUCCO & CMU WALL
 1 1/2" = 1'-0"A 601

4 HM JAMB AT EXT STUCCO & CMU WALL
 1 1/2" = 1'-0"A 601

3 HM HEAD AT EXT STUCCO & STUD WALL
 1 1/2" = 1'-0"A 601

2 HM JAMB AT EXT STUCCO & STUD WALL
 1 1/2" = 1'-0"A 601

1 TRASH ENCLOSURE GATE JAMB 1

1

1

1

2

2

2
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CONTINUOUS ANGLE MOUNTING

2" TAPERED TRACK

TRACK SUPPORTS BRACKETS

CMU BOND BEAM  
RE: STRUCTURAL

STUCCO  

CMU WALL   

METAL FLASHING WITH 
DRIP EDGE

SECTIONAL DOOR

STEEL SUPPORT. 
RE: STRUCTURAL

PREFINISHED METAL DOOR 
JAMB FLASHING TRIM

WEATHER BARRIER

CONC. FLOOR SLAB ON 
STL. DECK

ALUM. THRESHOLD
(SET IN MASTIC SEALANT)
(FASTEN TO STL. PLATE)

6"X1/4" STL. PLATE W/ ANCHOR 
STUDS @ 3'-0" O.C. CAST IN 
CONC. STRUCT. STOOP (TOP 
OF PLATE FLUSH W/ TOP OF 
ADJACENT CONC. SLABS)

OVHD. DOOR W/ 
WEATHERSEAL ALL 
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 1 1/2" = 1'-0"A 602

2 O.H. SECTIONAL DOOR HEAD @ STUCCO

 1 1/2" = 1'-0"A 602

1 O.H. DOOR SILL
 1 1/2" = 1'-0"A 602

4 O.H. DOOR JAMB @ STUCCO

 1 1/2" = 1'-0"A 602

5 O.H. DOOR JAMB @ BRICK

 1 1/2" = 1'-0"A 602

3 O.H. SECTIONAL DOOR HEAD @ BRICK
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WINDOW SCHEDULE & LEGEND
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WINDOW TYPES

 1/4" = 1'-0"A 603

1 STOREFRONT TYPES

1

 1 1/2" = 1'-0"A 603

3 STOREFRONT SILL DETAIL

 1 1/2" = 1'-0"A 603

4 WINDOW HEAD AT STUCCO & STUD WALL

 1 1/2" = 1'-0"A 603

5 WINDOW SILL AT BRICK & STUD WALL

 1 1/2" = 1'-0"A 603

6 WINDOW HEAD STUCCO & CMU WALL

 1 1/2" = 1'-0"A 603

7 WINDOW SILL AT STUCCO & CMU WALL
 1 1/2" = 1'-0"A 603

8 WINDOW SILL AT STUCCO & STUD WALL

 1 1/2" = 1'-0"A 603

9 STOREFRONT HEAD DETAIL

 1 1/2" = 1'-0"A 603

10 STOREFRONT CORNER JAMB DETAIL

 1 1/2" = 1'-0"A 603

11 WINDOW HEAD AT BRICK & STUD WALL

2

GENERAL WINDOW AND STOREFRONT NOTES
1. WINDOWS AND STOREFRONT AND ALUMINUM   

DOORS TO BE DARK BRONZE ANODIZED

2

2
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ROOM FINISH SCHEDULE

ROOM NAME FLOOR BASE

WALL FINISH CEILINGS

REMARKS REV #NORTH SOUTH EAST WEST FINISH MATERIAL

101 LOBBY PC RB P P P P - / P ACT/GYP

102 EXAM PC RB P P P P - ACT

103 UNISEX FT2 FT2 P / WT2 P / WT2 P / WT2 P / WT2 P GYP

104 PROGRAMS CPT-1 RB P P P P - ACT

105 LT. CPT-1 RB P P P P - ACT

106 BUNK CPT-2 RB P P P P - ACT

107 BUNK CPT-2 RB P P P P - ACT

108 BUNK CPT-2 RB P P P P - ACT

109 BUNK CPT-2 RB P P P P - ACT

110 BUNK CPT-2 RB P P P P - ACT

111 BUNK CPT-2 RB P P P P - ACT

112 BUNK CPT-2 RB P P P P - ACT

113 BUNK CPT-2 RB P P P P - ACT

114 CORRIDOR CPT-2 RB P P P P - ACT

115 KITCHEN PC RB P P P P P GYP 2

116 LAUNDRY PC RB P P P P - ACT

117 BATHROOM FT1 FT1 P / WT1 P / WT1 P / WT1 / WT2 P / WT1 P GYP

118 BATHROOM FT1 FT1 P / WT1 P / WT1 P / WT1 / WT2 P / WT1 P GYP

119 BATHROOM FT1 FT1 P / WT1 P / WT1 P / WT1 / WT2 P / WT1 P GYP

120 ADA BATHROOM FT1 FT1 P / WT1 P / WT1 P / WT1 / WT2 P / WT1 P GYP

121 STO. CPT-2 RB P P P P - ACT

122 CATV VCT RB P P P P - ACT 3 2

123 CORRIDOR PC RB P P P P - ACT

124 MECH. SC RB P P P P P GYP 0

125 DAYROOM PC RB P P P P - / P ACT/GYP

126 DINING PC RB P P P P - ACT

127 VEST. PC RB P P P P - ACT

128 IT VCT RB P P P P - ACT 3 2

129 WATCH ROOM CPT-1 RB p p p p - ACT

130 RR FT2 FT2 P / WT2 P / WT2 P / WT2 P / WT2 P GYP

131 RADIO VCT RB P P P P - ACT 3 2

132 VEST. PC RB P P P P - ACT

133 APPARATUS BAY (SQUAD VEHICLE) SC - P P P P P ETS 1 1

134 APPARATUS BAY (LADDER) SC - P P P P P ETS 1 1

135 APPARATUS BAY (ENGINE) SC - P P P P P ETS 1 1

136 ELEC SC - P P P P P ETS 1 1

137 WORKSHOP SC - P P P P P ETS 1 1

138 SCBA SC - P P P P P ETS 1 1

139 WATER ENTRY SC - P P P P P ETS 1 1

140 COMP SC - P P P P P ETS 1 1

141 PPE STORAGE SC - P P P P P ETS 1 1

142 DECON SC - P P P P P ETS 1 1

143 EMS SC - P P P P P ETS 1 1

144 SUPPLY SC - P P P P P ETS 1 1

145 HOSE TOWER SC - P P P P P ETS 1 1

146 JAN SC - P P P P P ETS

201 BATHROOM FT3 FT3 P / WT2 / WT3 P / WT3 P / WT3 P / WT3 P GYP 1

202 JANITOR SC - P P P P P ETS

203 FITNESS ROOM RFT RB P P P P P ACT 1

204 HOSE TOWER SC RB P P P P P ETS 1 1

300 HOSE TOWER SC - P P P P P ETS

S-1 TRASH

ACT- SEE SPEC

CPT1 - MOHAWK
STYLE: BENDING EARTH -LATERAL SURFACE
COLOR: GRANITE 7948

CPT2 - MOHAWK
STYLE: BENDING EARTH-LATERAL SURFACE
COLOR: FELDSPAR 7858

VCT- TO BE SELECTED BY ARCH. FROM
MANUFACTURER'S FULL LINE OF STANDARD COLORS. 
ELECTROSTATIC-DISSIPATIVE (ESD) APPLICATIONS 

FT1 - CROSSVILLE
COLOR: NOTORIOUS - SUGAR DADDY
SIZE: 12X24

FT2 - CROSSVILLE
COLOR: NOTORIOUS - PRIVATE EYE
SIZE: 12X24

FT3 - CROSSVILLE
COLOR: NOTORIOUS - FEMME FATALE
SIZE: 12X24

SS1 - CAESERSTONE
COLOR: CLAMSHELL 4130

SS2 - CAESERSTONE
COLOR: SHITAKE 4230

SS3 - CAESERSTONE
COLOR: LAGOS BLUE 4350

SS4 - CAESERSTONE
COLOR: EGGSHELL 3141

WT1 - CROSSVILLE
COLOR: SIMPATICO - SYNC
SIZE: 6X24 

WT2 - CROSSVILLE
COLOR: SIMPATICO - GOODWILL
SIZE: 6X24 

WT3 - CROSSVILLE
COLOR: SIMPATICO - CAMARADERIE
SIZE: 6X24 

P1 - TO BE DETERMINED

RB - TO BE DETERMINED

RAT-  TO BE SELECTED BY ARCH. FROM 
MANUFACTURER'S FULL LINE OF STANDARD COLORS.

FINISH LEGEND

1. ALL EXPOSED INTERIOR CMU TO BE PAINTED
2. PROVIDE PORCELAIN TILE BACKSPLASH AT COUNTERTOP LOCATIONS
3. STATIC RESISTANT FLOORING

REMARKS - ROOM FINISH SCHEDULE

 1/8" = 1'-0"A 611

1 LEVEL 1 FINISH PLAN
 1/8" = 1'-0"A 611

2 LEVEL 2 FINISH PLAN

1. ALL FLOOR FINISH TRANSITIONS TO OCCUR IN LINE WITH DOOR PANEL WHEN CLOSED. 
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STAINLESS STEEL WIRE PULLS

BASE - REFER TO SCHEDULE
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ADJUSTABLE SHELVES

1

PROVIDE CLEAR RUBBER BUMPERS ON ALL 
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ACTIVE EDGE
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Technology

BCER Engineering Inc
5420 Ward Rd
Arvada, CO 80002
303.422.7400

City of Greeley
1000 10th Street
Greeley, Colorado 80631
970.350.9777
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75% DESIGN

100% DESIGN
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DHM Design
900 South Broadway
Denver, Colorado 80209
303.892.5566

The Ballard Group, Inc
2525 South Wadsworth Blvd, Suite 200
Lakewood, CO 80227
303.988.4514

CMO Consulting Eng
11646 Sun Bear
TrailGolden, CO 80403
303.875.4037
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2 STANDARD HT. CASEWORK, TYP. 3/4" = 1'-0"A 621

3 SINK SECTION AT CMU
 3/4" = 1'-0"A 621

4 SINK SECTION AT STUD WALL
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10 CASEWORK - KITCHEN ISLAND
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9 CASEWORK - FOOD PANTRY
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11 CASEWORK - CABINET ABOVE REFRIGERATOR

REVISIONS

Rev. # Description Date

1 ADDENDUM 01 09/18/2019

2 ADDENDUM 02 10/18/2019
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